
COUNTY OF PLACER 
Commun Development/Resource Agency 

Michael J. Johnson, AICP 
Agency Director 

MEMORANDUM 

TO: Honorable Board of Supervisors 

FROM: 

DATE: 

Michael Johnson, Agency Directo 
Community Development/Resource 

Tim Wegner, Chief Building Official 
Building Service Divisjon 

February 8, 2011 

BUILDING 
SERVICES DIVISION 

Tim Wegner 
Chief Building Official 

SUBJECT: Resolution ratifying the Fire Prevention Code of the Northstar Community 
Services District 

ACTION REQUESTED: 
The Community Development/Resource Agency, Building Services Diyision. respectfully 
requests that your Board .adopt a resolution ratifying Northstar Community Services District 
Ordinance 27-11 (which adopts the California Fire Code) and direct staff to transmit your 
determination to the District 

BACKGROUND: 
The California Fire Code establishes minimum standards for protection of life and property from 
fire, explosion and hazardous materials release. Fire. districts are authorized by State law to 
enact stricter standards than those instate or local codes. In' order to do so, the district's 
legislative body must adopt its own ordinance adopting the California Fire Code with 
amendments and fingings of fact and need for changes .or modifications because of local 
conditions. No such ordinance of a local fire district . becomes effective. unless or until it is ratified 
by the legislative body of the city or couhty where the ordinance will apply. Health and SafetY 
Code section 13869.7(c) outlines the procedure that the fire district must follow to .gain ratification. 
Specifically, section 13869.7 requires the fire protection district to transmit the adopted ordinance 
to the county or city where the ordinance will apply after which the legislative body of that county 
or city may ratify, modify or deny an adopted ordinance and transmit its determination to the 
district within 15 days of the determination. 

The Northstar Community Services District ("NCSD") is located within the boundaries of Placer 
County. On January 19, 2011, the NCSD's Board of Directors passed Ordinance No. 27-11 
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adopting the 2010 California Fire Code and setting forth its findings to support the arnendrnents 
because of local conditions. It was transrnitted to the County and has been reviewed and 
approved as written by the Placer County Building Service Division. 

Based on the Building Service Division's review of NCSD's Ordinance No. 27-11, staff 
recornrnends that your Board ratify the sarne by adopting the attached resolution. Staff also 
requests that your Board direct staff to transrnit a copy of the resolution to NCSD. 

FISCAL IMPACT: 
There is no fiscal irnpact to the County with this rnatter. The NCSD Fire Prevention Code is 
enforced by the Northstar Cornrnunity Services District and any appeals will go to the District's 
Board for resolution and enforcernent. 

ATTACHMENTS: 
Attachrnent 1: Resolution Ratifying the Northstar Cornrnunity Services District's Adoption 

of the 2010 California Fire Code 
Exhibit A: Ordinance 27-11: An Ordinance of the Northstar Cornrnunity Services 

District adopting the Fire Prevention Code 

cc: Michael Johnson, CORA Director 
Paul Thompson- Deputy Planning Director 
Loren Clark - Assistant CORA Director 
Scott Finley - County Counsel 
Karin Schwab - County Counsel 
Wes Zicker, Engineering and Surveying Director 
Jill Pahl - Environmental Health Services 
Bob Eicholtz - Emergency Services 
Air Pollution Control District 
Mark Shadowens - NCSD Fire Chief 
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Before the Placer County 
Board of Supervisors 

County of Placer, State of California 
In the matter of: 

Ratification of the Northstar 
Commnnity Services District's 
Adoption of the 2010 
California Fire Code. 

Resol. No: .............................. .. 

The following" Resolution was duly passed by the Board of Supervisors of the County of 

Placer at a regular meeting held , by the following vote on 

roll call: 

Ayes: 

Noes: 

Absent: 

Signed and approved by me after its passage. 

Attest: Chair, Board of Supervisors 
Clerk of said Board 

WHEREAS, California Health and Safety Code section 13869.7 allows a fire protection district to 
adopt building standards relating to fire and panic safety that are more stringent than those building 
standards adopted by the State Fire Marshal and contained in the California Building Standards 
Code; and 

WHEREAS, a fire protection district that proposes to adopt such an ordinance must also adopt 
findings of fact and need for changes or modifications because of local conditions in compliance 
with Health and Safety Code section 18941.5; and 

ATTACHMENT 1 
ID..P; 



WHEREAS, Health and Safety Code section 13869.7(c) requires the fire protection district to 
transmit the adopted ordinance and findings to the county or city where the ordinance will apply; 
and 

WHEREAS, Health and Safety Code section 13869.7(c) authorizes the legislative body of that 
county or city to ratity, modity or deny an adopted ordinance and transmit its determination to the 
district within 15 days of the determination; and 

WHEREAS, no ordinance adopted by a fire protection district under Health and Safety Code 
section 13869.7 shall be effective unless or )Jntil it is ratified by the legislative body of the city or 
county where the ordinance will apply; and 

WHEREAS, the Northstar Community Services District is located within the boundaries of Placer 
County; and 

WHEREAS, on January 19,2011, the NOlthstar Community Services District's Board of Directors 
passed Ordinance No. 27-11 adopting the 2010 California Fire Code with amendments and setting 
forth its findings to support the amendments because of local conditions, attached hereto as Exhibit 
A; and 

WHEREAS, the Northstar Community Services District has transmitted a copy of Ordinance No. 
27-11; and 

WHEREAS, this Board has considered Ordinance No. 27-11 as attached hereto and wishes to ratity 
the same. 

NOW, THEREFORE, BE IT RESOLVED by the Placer County Board of Supervisors that it hereby 
ratifies the Northstar Community Services District's Ordinance No. 27-11, which adopts the 2010 
California Fire Code, as amended based on local conditions. 



January 21, 2011 

Mike Rodriguez 

Northstar Community Services Dlstrkt 
910 Northstar Drive, Northstar, (1\ 96161 
P; 5lO562.1212, i: 3~O·562.0m· 'llWw.nortilllamd.coilJ 

Placer County Building Department 
3091 County Center Drive 
Auburn, CA 95603 

EXHIBIT A 
Board of Direct! 
DUANE EVANS 

JEMiN Gm,w 
NANCY l~tS 

MlKEMOtL 

F flANK SE£LIG 

Fire Chief 
MAlIK SHI\OOM.'1S 

Re: Northstar Community Services District Ordinance 27-11 adopting the 2010 California Fire 
Code. . 

Dear Mr. Rodriguez 

On Janumy 19,201 f following a public hearing, the Northstar Community Services District Board of 
Directors adopted the final version of the above-captioned ordinance. A copy is enclosed. 

Previously we sent a draft of the proposed ordinance to you for conunent, and no conunents were 
provided by Placer County. 

California Health & Safety Code section 13869.7(c) provides that the District shall tTansmit the 
adopted ordinance to the County for ratification. The ordinance is not effective untit ratification. 

Please present this to the Board of Supervisors for action on the next available agenda. Please let me 
know the date that it will appear. The County mllst provide us ,vith official notice of the action ofthc 
Board of Supervisors within 15 days thereafter. 

Please contact me if you have any questions. 

Sincerely, 

Mark Shadowens 
Fire Chief 

Enclosure: Ordinance 27-11 
cc: Tim Wegner, Placer County Building Official 
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Northsta r Community Services 
908 Northstar Drive, Northstar, CA 

P: 5]0.562.(1747, f: 5}0.562.1505 ,wv/w.llOr!listarrnLcom 

Northstar Community Services District 
Placer County j California 

Ordinance 27-11 

Soard of Directors 
OIl/-Nt 

~'v\!!o· fVl(Ji' 

F~t\NI, 5ccuc 

tjem)ral Manager 
t\Ji!::~,;:'J:J S u,,; {\U;;\t.'\~{:J\ 

An ordinance adoi}ting the 2010 California Fire Code ~md an emergency response impact 
. for fire suppression and emergency services; plresclribing regulations governing conditions 

hazardous to ]ife and property from fire, hazardous materials or explosion; providing for 
the issuance of permits for hazardous uses or operations; maintaining the Bureau of Fire 
Prevention, providing officers thea"cfore and defining their powers and duties; and 
adopting amendments to the 2010 California Fire Code as stated herein. 

Be it ordained by the Board of Directors of the Northstar Community Services District as 
follows: 

SECTION 1. ADOPTION OF CALIFORNIA FIRE CODE 

1.1 The complete 2010 California Fire Code ("California Fire Code") is hereby adopted by 
the Board of Directors of the Northstar Community Services District ("District") for 
the purpose of prescribing regulations governing conditions hazardous to life and 
property from fire, hazardous materials or explosion, including all Appendices, 
published by the International Code Council, except such portions as are hereinafter 
deleted, modified or amended by this OJ:dinancc 27-11 ("Ordinance"). Three (3) 
copies of the California Fire Code have been and are now med at the headquarters of 
the Distriet and the same are hereby incorporated as fully as if set out at length herein, 
"md 6'0111 the date on which this Ordinance shall take effect, the provisions thereof, 
except as deleted, modified or amended by this Ordinance, shall be controlling within 
the jurisdiction of the District 

SECTION 2. FINDING OF FACTS, TOPOGR<\PHY, AND CLIMATIC A.ND 
GEOLOGICAL FACTORS 

2.1 Topographical Factors. The District is located high in the Sierra Nevada Mountain 
Range at the east end of Placer County, nestled on ,m east facing slope. The 
community of Northstar is a classic Urbal1/Wildland Interface Area, which adds the 
responsibility and demands of both structural fire fighting and wildland fire fighting. If 
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several fires occur at the same time, the limited resources of the District would be 
severely taxed. County roads are, at times, closed due to snow clearing operations in 
the winter and road repairs in the spring and summer. NOlihstaris a popular tourist 
destination in both winter and summer, which causes traffic congestion and can impede 
the ability of fire equipment to quickly travel to the source of a fire or medical 
emergency in a timely manner. 

2.2 Climatic Factors. The east end of Placer County, specifically the community of 
NOlihstar and its surrounding neighbors, can experience in excess of 100 inches of 
snow in the winter with annual storms that bring rain, ice, snow and fog. The summers 
are typically, hot and dry with regular thunderstOlms that bring lightning and little 
rainfall. The likelihood and ease of combustion increases as the temperature increases 
and the humidity decreases. Wet winters encourage undergrowth of vegetation that 
dries out in the summer and creates hazardous fuel conditions. 

2.3 Geological Factors. The Sierra Nevada Mountain Range was created by two primary 
factors: (1) plate tectonics, which are a collision of the North American Plate and the 
Pacific Plate; and (2) volcanic action, as shown by the numerous natural hot springs 
scattered tln'oughout the Siena Nevada Mountain Range. These two factors cause 
frequent small emihquakes and the occasional large temblor. While there is no 
prediction of a major or minor emihquake for this region, there is always a possibility, 
which must be recognized. 

SECTION 3. AMENDMENTS TO THE CODE 

3.1 The California Fire Code Section 104.7.2 is amended to read: Technical Assistance. 
To determine the acceptability of building design, Fire Depmiment access, high 
technology processes, products, procedures, facility hazardous materials control, fire 
and life safety, material acceptability mld uses relating to the design, operation, 
occupancy of a building or premises subject to the review and inspection by the 
District, the Chief of the Northstar Fire Department ("Fire Chief') is authorized to 
require the owner or the person in possession or control of the building or premises to 
provide payment to the District for services related to such review and inspection. 
Payment will cover any and all costs to the District for the retention of a fire and life 
safety consulting or engineering firm for the purposes of plan review, inspections 
and/or preparation or review of teclmical reports. Such payment will be used to cover 
actual costs incurred by the District for such services. The owner or person in 
possession or control of the building or premises shall pay m110unts for services prior to 
occupancy. The Fire Chief is authorized to collect payment, in advance of services, as 
a monetary deposit. Any amount of deposit that exceeds service cost shall be refunded. 

Such services shall be canied out by a qualified firm or organization with experience 
and expertise in fire protection engineering, hazard specific specialists, laboratories or 
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fire safety consulting firms or organizations acceptable to the Fire Chief. All work shall 
be carried out under the direction of the Fire Chief and shall analyze the fire safety 
properties of the design, operation or use of the building or premises and the facilities 
and appurtenances situated thereon, to recommend necessary changes to the Fire Chief. 

The Fire Chief is authorized to require design submittals prepared by the property 
owner or the owner's representative to bear the stamp and signature of a California 
registered professional engineer or licensed California state contractor in the fields of 
fire alarm design and installation and/or fire sprinkler design and installation. 

3.2 Section 308.1.9 of the California Fire Code is added to read: Outdoor Open Flame 
Decorative Appliances. Fire pits shall be installed with the following: 

A.) Timer device to regulate maximum operating time to (2) two homs. 
B.) .Starter module to regulate gas flow and shut-off should flame go out. 
C.) Gas shut-offvalve accessible at unit or within 15 feet of appliance. 
D.) Two (2) foot maximum flame height. 
E.) All pmis/assemblies to be D.L. listed. 

3.3 The California Fire Code Section 503.6 is amended to read: Security Gates. The 
installation of security gates across a fire apparatus access road shall be approved by 
the Fire Chief. Where security gates are installed, they shall have an approved means 
of emergency operation. The security gates and the emergency operation shall be 
maintained and operational at all times. Electric gate operators, where provided, shall 
be listed in accordmlce with D.L. 325. Gates intended for automatic operation shall be 
designed, constructed and installed to comply with the requirements of ASTM F 2200. 

Security gates shall meet the following additional standards: 

A.) Radio signal 'click to enter' system using the 'white fire 3' Tac. Channel 
Frequency. The frequency range may be up to 70 feet maximum. 

B.) Closure delay range between 45 and 60 seconds. 

C.) Reflectors on both sides of swing arms. 

D.) Knox Box (3200 series). 

E.) Knox Pad Lock (#3753 Exterior Model) on meter box/electrical breaker box 
access. 

F.) Knox Key switch (#3502 Model) access for both NOlihstar Fire Department and 
Truckee Fire Protection District. 
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G.) Gate mechanical boxes to be protected from vehicle impact (Bollards or similar 
protection). 

H.) Snow and ice protection for all mechanical boxes, including heat tape, heated mats 
and rubber gaskets. 

1.) Maintenance contract with licensed contractor. 

3.4 The California Fire Code Section 505.1 is amended to read: Address Identification. 
New buildings shall have approved address numbers, building numbers or approved 
building identification placed in a position that is plainly legible and visible from the 
street or road fronting the property. These numbers shall contrast with their 
background. Address numbers shall be Arabic numbers or alphabetical letters. 
Numbers shall be a minimum of 6 inches high (152.4 mm) with a minimum stroke 
width of 0.5 inch (12.7 mm). Where access is by means of a private road and the 
building canl10t be viewed from the public way, a monument, pole or other sign or 
means shall be used to identify the structure. 

3.5 The California Fire Code Section 506.1 addressing Key Boxes is amended to read: 
Where Requiired. Key boxes, key locks and electdc key switches shall be mounted 
and installed on all gates, fences, main entry doors or lobbies in an area approved by 
the Fire Chief The Fire Chief shall determine the number and location of key boxes for 
each structure. The key box shall be of an approved type and shall contain keys to gain 
necessary access as required by the Fire Chief. Key boxes are required in the following 
~c~~m: . 

a. All new construction, residential and/or commercial structures. 
b. Residential renovation projects that add more than 500 square feet of new 

enclosed habitable construction. 
c. Existing commercial structures. 

3.6 [RESERVED] 

3.7 The California Fire Code Section 901.6.3 is added to read: Owner's Responsibility. It 
is the property owner's responsibility to ensure alJ fire suppression systems, fire alarm 
systems, equipment and devices are maintained fully f'llllctioning and operational at all 
times. If requested by the District, the property owner shall provide celiification that 
an appropriate licensed contractor has inspected and tested the fire protection systems, 
including the operation of any provided backflow preventer. The owner shall provide 
requested infornlation within 30 days. . 

3.8 The California Fire Code Section 901.7.7 is added to read: False Alarms. Any owner 
of a fIre protection/alarm system which produces a false alarm shall be liable for any 
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and all charges for Fire Depal1ment response services at the formula rate prescribed in 
Ordinance 99-1 "An Ordinance Adopting a Fee Schedule for All Fire Suppression and 
Emergency Services." 

3.9 The Califomia Fire Code Sections 903.2.1 through 903.2.18 are deleted and section 
903.2, regarding automatic sprinkler systems, is amended to read: Where required. 
Approved automatic sprinkler systems shall be installed throughout all occupancies. 
This requirement applies to all occupancies regardless of square footage. Application 
of this requirement becomes effective where a building permit is applied for through 
the County Building Department for new construction after the effective date of this 
Ordinance. All fire sprinkler system plans shall be submitted to the Northstar 
Community Services District, Fire Department. 

For the application of National Fire Protection Association ("NFPA") 13D, in one- and 
two-family dwellings, garages shall be provided with automatic sprinkler protection 
utilizing quick response or residential type sprinklers. 

Exceptions: 
(1) Existing R-3 residential structures without sprinklers are not required to sprinkler 

protect additions. 
(2) Existing R-3 residential structures with sprinklers shall be required to sprinkler 

protect all additions and garages. 
(3) Low life safety hazard structures, such as stand-alone public restrooms and ski lift 

operator structures that are less than 300 square feet shall be evaluated by the Fire 
Chief on a case-by-case basis. 

3.10 The Califomia Fire Code Section 903.4 regarding Sprinkler System Supervision and 
Alarms, Exception 1 is amended to read: 

1. Automatic sprinlder systems protecting one- and two-family dwellings shall have all 
valves, including the flow switch, monitored by a local audible alarm to ensure that all 
valves remain in the open position. 

[Remainder of Section 903.4, including exceptions remain unchanged and adopted.] 

3.11 The California Fire Code Section 903.4.2 regarding Alarms is amended to add: An 
exterior bell shall be of 1 O-inch minimum size and/or the electronic audible notification 
device shall be measured at a minimum of 110 db, read at the street. 

3.12 The Califomia Fire Code Appendix B, Section BI0S.2 is amended to read: BIOS.2 
Buildings Otlller than One- and Two-Family Dwellings. The minimum fire-flow 
and flow duration for buildings other than one- and two-family dwellings shall be as 
specified in Table BIOS.l. 
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Exception: 
A reduction in fire-flow of 50 percent is allowed when the building is provided with 
an approved automatic sprinkler system installed in accordance with Section 
903.3.1.1 or 903.3.1.2. TIle resulting fire-flow shall not be less than 1,500 gallons 
per minute (5,678 Llmin) for the prescribed duration as specified in Table BI05.1. 

3.13 The California Fire Code, Appendix C, Table CI05.1 is amended to read: Number 
and Distribution of Fire Hydrants. 

FIRE-FLOW MINIlVIVM AVERAGE MAXIMUM DISTANCE 
REQUIREMENT NUMBER OF SPACING FROM ANY POINT ON 

(gpm) :HYDRANTS . BETWEEN STREET OR ROAD 
HYDRANTS a FRONTAGE TO A 

HYDRANT 
1,750 or le~s 1 300 250 
2,000-2,250 2 300 225 
2,500-3,000 3 300 225 
3,500-4,000 4 300 210 

SECTION 4. EMERGENCY RESPONSE IMPACT 

4.1 INFRASTRUCTURE REQUIREMENTS 

4.1.1 The District shall evaluate its ability to provide safety services in accordance 
with Sections 4.1.2, 4.1.3, and 4.1.4, below. Should the District determine that 
additions to or modifications of facilities and/or equipment are required, the 
developer shall provide to the District said additions or modifications. Facilities 
and/or equipment shall be installed and made serviceable prior to start of 
construction. 

4.1.2 Infrastructure demand on emergency services and the associated required 
response equipment and housing facilities will take into account the following: 
a) response time; b) response method; and c) equipment required. 

4.1.3 Infiastructure demand will be determined by one or more of the following 
District guidelines and NFPA standards/guides to detelmine the number and 
types of equipment and facilities necessary to provide a reasonable degree of 
emergency fire and medical protection response as determined by the Fire Chief. 

a) Maintaining the District's 4-minute emergency response time goal. 
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b) NFP A 1201, Standard for Providing Emergency Services to the Public, 
2010 Edition. 

c) NFP A 1141, Standard for Fire Protection Infrastructure for Land 
Development in Suburban and Rural Areas, 2008 Edition. 

d) NFPA 1971, Standard on Protective Ensembles for Structural Fire 
Fighting and Proximity Fire Fighting, 2007 Edition. 

e) NFPA 1404, Standard for Fire Service Respiratory Protection Training, 
2006 Edition. 

f) NFPA 1931, Standard for Manufacturer's Design of Fire Depatiment 
Ground Ladders, 2010 Edition. 

g) NFP A 921, Guide for Fire and Explosion Investigations, 2008 Edition . 

. h) NFPA 1600, Standard on Disaster/Emergency Management and Business 
Continuity Programs, 2010 Edition. 

i) NFPA 1999, Standard on Protective Clothing for Emergency Medical 
Operations, 2008 Edition. 

j) NFPA 1221, Standard for the Installation, Maintenance and Use of 
Emergency Services Communication Systems, 2010 Edition. 

k) NFPA 1402, Guide to Building Fire Service Training Centers, 2007 
Edition. 

1) NFPA 1901, Standard for Automotive Fire Apparatus, 2009 Edition. 

m) NFP A 171 0, Standard for the Organization and Deployment of Fire 
Suppression Operations, Emergency Medical Operations, and Special 
Operations to the Public by Career Fire Departments, 2010 Edition. 

n) Insunmce Services Office (ISO) Fire Suppression Rating Schedule. 

0) Master Community Fire Protection Plan Recommendations. 

4.1.4 When evaluating response times, necessary equipment and station locations, the 
Fire Chief may confer with additional experts/consultants as to fire service 
practices. The consultant's fee may be assessed to owner, developer or 
contractor at no cost to the District. 
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4.2 REQUIREMENTS FOR FACILITIES AND/OR EQUIPMENT 

4.2.1 Facts and evidence obtained from sources outlined in Section 4.1 above will form 
the basis for necessary services and shall be provided in writing to the owner, 
developer or contractor. 

4.2.2 If the District determines that additional facilities, equipment, or outside services 
are required to meet the obligations of the District in accordance with Section 
4.1, the owner, developer, or contractor shall provide sufficient funds, in a timely 
manner, to permit the District to procure the same for use prior to 
commencement of construction. In the case of a planned multi-phase 
development, the Fire Chief may require a development agreement identifying 
the requirements and timing. 

4.2.3 Commercial occupancies shall be assessed for required facilities and equipment 
for each building where the square footage exceeds 50,000 square feet. 

4.2.4 The Fire Chief may authorize occupancies to exceed the thresholds listed above, 
provided that unbreached fire rated walls meet at least a four-hour fire resistance 
rating and extend 30 inches beyond all vertical or horizontal building projections. 

4.3 OWNERSHIP 

4.3.1 All equipment, buildings, propeliy purchased by the District based on facilities 
and/or equipment assessed or outside services rendered, and reports issued shall 
become the sole property of the District and are non-refundable, regardless of 
project funding, project start or completion dates, or final occupancy. 

SECTION 5. APPEALS 

S.l Whenever the Fire Chief disapproves an application or refuses to grant a permit applied 
for, or if the applicant claims that a decision by the Fire Chief misconstrues, 
misapplies, or wrongly intel])rets the provisions of the California Fire Code or this 
Ordinance, the applicant may appeal the decision of the Fire. Chief in writing to the 
Board of Directors of the District within 30 clays from the date of the decision 
appealed. 

SECTION 6. PENALTIES 

6.1 Any person who: 
(1) violates any of the provisions of this Ordinance or the California Fire Code as 
adopted and amended herein, 
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(2) fails to comply with this Ordinance or the California Fire Code as adopted and 
amended herein or who violates or fails to comply with any order made 
hereunder, 
(3) builds in violation of any detailed statement of specifications or plans 
submitted and approved hereunder or any celiificate or pelmit issued hereunder 
and from which no appeal has been taken, or 
(4) fails, within the required time, to comply with such an order as affirmed or 
modified by the Board of Directors of the District or by a court of competent 
jurisdiction, shall severally for each and every such violation and noncompliance, 
respectively, be guilty of a misdemeanor, punishable by a fine and/or 
imprisomnent as detennined by the cOUli having jurisdiction within the County of 
Placer. The imposition of a penalty for any violation shall not excuse the 
violation or permit it to continue. All such persons shall be required to correct or 
remedy such violations or defects within a reasonable time, and, when not 
otherwise specified, each ten days that prohibited conditions are maintained shall 
constitute a separate offense. 

6.2 The application of the above penalty shall not be held to prevent the enforced removal 
of prohibited conditions. 

SECTION 7. REPEAL OF CONFLICTING ORDINANCES 

7.1 All former ordinances or palis thereof conflicting or inconsistent with the provisions of 
this Ordinance or of the California Fire Code as adopted and amended herein are 
hereby repealed. 

SECTION 8. VALIDITY 

3.1 Notwithstanding a declaration that any section, paragraph, sentence or word of this 
Ordinance or the California Fire Code as adopted and an1ended herein is for any reason 
invalid, all other portions of this Ordinance shall remain in full force and effect. 

SECTION 9. REPLACEMENT OF PRIOR ORDINANCE 

9.1 This Ordinance replaces Ordinance 25-08 in its entirety. 

SECTION 10. DATE OlrEFFJECT 

10.1 This Ordinance shall take effect and be in full force and effect upon ratification of the 
Placer County Board of Supervisors and submission of a copy of this Ordinance to the 
Califomia Building Standards Commission, or , whichever is later. The 
Clerk of the District is directed to post or publish this Ordinance as required by law. 

NORTHSTAR COMMUNITY SERVICES DISTRICT' 908 NORTHSTAR DRIVE, NORTHSTAR, CA 96161 • PAGE 9 OF 10 

ORDINANCE 27-11 ADOPTION OF THE 2010 CALIFORNIA FIRE CODE 



PASSED AND ADOPTED at a duly held meeting of the Board of Directors of the Northstar 
Community Services District on January 19,2011 by the fonowing roll call vote: 

AYES: Evans, Green, Ives, Moll, Seelig 

NOES: None 

ABSENT: None 

ABSTAIN: None 

ATTEST: 
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Board of Directors 
QUANt EVANS 

JJ:/\N:-l Gi:Cf:N 

NANCY lvcs 
MIKllvbu. 

Northstar Community 
908 Northstar Northstar/ 

FilAflK SEWC 

P: 530.562.0747 • F: 530.562.1S0S • www.nortl1l1JrCsd.com 
General Manager 
I'VllGIAfl ST,\lirENW,YFIl 

CERTIFICATION 

The. undersigned, Secretary of the Board of Directors of the Northstar Community Services 
District, bereby cCi'tifics that attached hereto is a true, complete and correct copy of Ordinance No. 27-
11, duly approved and adoptcd by the Board of Directors of the Northstar Community Services District 
on January 19, 2011. Said Ordinance is in full force and effect and has not been amended, rescinded, 
superseded or modified since its date of adoption. 

Dated: January 21,2011 NORTHSTAR COMMUNlTY SERVICES DISTRICT 

By: -L~~!:!:::::::...G..L_~~~==--__ 
Its: Myra' . Tanner 

Secretary of the Board of Directors 

lib 
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